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NOTE: This guide specification covers the

requi renents for underground piping and buried or
subnerged structure cathodic protection systens
usi ng gal vani c anodes systens. The requirenents for
the cathodic protection systens should be determ ned
by a corrosion engineer following the criteria,
design, and installation recommendations included in
the National Association of Corrosion Engineers
(NACE) Standard RP0169 Control of External Corrosion
on Underground or Subnerged Metallic Piping Systens
and others listed in the specification.

Conmment s and suggestion on this specification are

wel cone and should be directed to the technica
proponent of the specification. A listing of the
techni cal proponents, including their organization
designation and tel ephone nunber, is on the Internet.

Use of electronic comunication is encouraged.
Brackets are used in the text to indicate designer

choices or locations where text nust be supplied by
t he desi gner.

EE R R R R R R R R R R R R R R R R R R R R R R R R R R O R

EE R R R R R R R R R R R R R R R R R R R R R R R R I O R

NOTE: The followi ng information should be on the
dr awi ngs:

1. Location of all underground pipes and structures.
2. Locations of all anodes and test stations.

3. Locations of all flanges and unions.

4. Installation details for anodes and test stations.

5. Location of equipnent.
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6. Single-line diagrans elevations, linmting
di mensi ons, and equi pnent ratings which are not
covered in the specification.

7. Renote indicating or control requirenents.

EE R R R R R R R R R R R R R R R R I R R R R I R

PART 1 GENERAL

1

1 REFERENCES

The publications listed below forma part of this specification to the

extent referenced. The publications are referred to in the text by the

basi ¢ designation only.

AMERI CAN NATI ONAL STANDARDS | NSTI TUTE (ANSI )

ANSI Cl119.1 (1986, R 1997) Electric Connectors -
Seal ed | nsul ated Under ground Connect or
Systens Rated 600 Volts

ASME | NTERNATI ONAL ( ASME)

ASME Bl.1 (1989) Unified Inch Screw Threads (UN and
UNR Thread Form

ASME B1.20.1 (1983; R 1992) Pipe Threads, Genera
Pur pose (I nch)

ASME B16.5 (1996) Pipe Flanges and Fl anged Fittings
NPS 1/ 2 Through NPS 24

ASME B16. 21 (1992) Nonnetallic Flat Gaskets for Pipe
Fl anges

ASME B16. 25 (1997) Buttwel ding Ends

ASME B16. 39 (1998) Mal |l eable Iron Threaded Pi pe Uni ons
Cl asses 150, 250, and 300

ASME B18.2.1 (1996) Square and Hex Bolts and Screws
Inch Series

ASME B18. 2.2 (1987; R 1993) Square and Hex Nuts (Inch
Seri es)

AMERI CAN SOCI ETY FOR TESTI NG AND MATERI ALS (ASTM
ASTM A 194/ A 194M (1998; Rev. A) Carbon and Alloy Steel Nuts
for Bolts for High-Pressure and
H gh- Tenperature Service

ASTM A 307 (1997) Carbon Steel Bolts and Studs,
60, 000 psi Tensile Strength
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ASTM B 3 (1995) Soft or Anneal ed Copper Wre

ASTM B 8 (1999) Concentric-Lay-Stranded Copper
Conductors, Hard, Medium Hard, or Soft

ASTM B 418 (1995; Rev. A) Cast and Wought Gl vanic
Zi nc Anodes

ASTM B 843 (1993; R 1998) Magnesi um Al |l oy Anodes for
Cat hodic Protection

ASTM C 94 (1998; Rev. C) Ready-M xed Concrete

ASTM D 1248 (1998) Pol yet hyl ene Pl astics Extrusion
Materials for Wre and Cabl e

ASTM D 2028 (1997) Cutback Asphalt (Rapid-Curing Type)

ASTM D 3381 (1992) Viscosity-Gaded Asphalt Cenent for
Use in Pavenment Construction

ASTM F 1182 (1990; R 1996) Anodes, Sacrificial Zinc
Al l oy

| NSTI TUTE OF ELECTRI CAL AND ELECTRONI CS ENG NEERS (| EEE)
| EEE C2 (1997) National Electrical Safety Code
U.S. DEPARTMENT OF DEFENSE ( DCD)
M L-1-1361 (Rev. O Instrunent Auxiliaries,
El ectrical Measuring: Shunts, Resistors

and Transforners

NACE | NTERNATI ONAL ( NACE)

NACE RP0169 (1996) Control of External Corrosion on
Under ground or Subnerged Metallic Piping
Syst ens

NACE RP0285 (1995) Corrosion Control of Underground

St orage Tanks Systens by Cathodic
Protection

NATI ONAL ELECTRI CAL MANUFACTURERS ASSOCI ATI ON ( NEMA)

NEMA | CS 6 (1993) Industrial Control and Systens
Encl osures

NEVA RN 1 (1998) Pol yvinyl-Chloride (PVC) Externally

Coated Gal vani zed Rigid Steel Conduit and
I nternedi ate Metal Conduit
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NEVA TC 2

NFPA 70

UL

UL

UL

UL

UL

UL

UL

[1.2

44

83

486A

510

514A

514B

(1990) Electrical Plastic Tubing (EPT) and
Conduit (EPC-40 and EPC- 80)

NATI ONAL FI RE PROTECTI ON ASSCCI ATI ON ( NFPA)

(1999) National Electrical Code

UNDERWRI TERS LABCRATORI ES (UL)

(1997; R 1999) Rigid Metal Conduit

(1999) Thernostat-Insulated Wres and
Cabl es

(1998) Thernopl astic-1nsulated Wres and
Cabl es

(1997; R 1998) Wre Connectors and
Sol dering Lugs for Use Wth Copper
Conduct or s

(1994; R 1998) Chloride, Polyethyl ene, and
Rubber | nsul ati ng Tape

(1996; R 1998) Metallic Qutlet Boxes

(1997; R 1998) Fittings for Cable and
Condui t

RELATED REQUI REMENTS

Sections 16050N, "Basic Electrical Mterials and Methods", [16302N,
"Under ground Transm ssion and Distribution"], and, [16402N, "Interior
Distribution"], apply to this section except as nodified herein.

11.3

SUBM TTALS

EE R R R R R R R R R R R R R R R R R R R R R R R R R R O R

NOTE: Where a "G' in subnittal tags follows a
submittal item it indicates Governnent approval for
that item Add "G' in submittal tags follow ng any
added or existing subnmittal itens deened
sufficiently critical, conplex, or aesthetically
significant to nmerit approval by the Governnent.
Submittal itens not designated with a "G' will be
approved by the QC organizati on.

EE R R R R R R R R R E R R R R R REEERERE R EEEE R R E R R R R R

Submit the following in accordance with Section 01330, "Submttal
Procedures."

SD- 02 Shop Drawi ngs

I nsul ating flange sets
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Anode junction boxes, bondi ng boxes and test stations
Joi nt bonds
SD- 03 Product Data
Anodes; G
Anode junction boxes, bondi ng boxes, and test stations
I nsul ating flange sets
Di el ectric unions
Wres
Cable and wire
Casings, insulation, and seals
Shunt resistors
Per manent reference el ectrodes; G
SD-07 Certificates
Qualifications of Corrosion Engineer; G
SD-10 Operation and Mai ntenance Data
Cat hodic Protection System Data Package 5; G

Submit operation and nmi ntenance data in accordance with Section
01781, "Qperation and Mintenance Data."

SD- 11, C oseout Submittals
Initial Cathodic Protection System Field Test Report; G

One Year Warranty Period Cathodic Protection System Field Test
Report; G

Fi nal Cathodic Protection System Field Test Report; G
1.4 Servi ces of Corrosion Engi neer

The Contractor shall obtain the services of a corrosion engineer to
supervise, inspect and test the installation of the cathodic protection
system(s). Corrosion Engineer refers to a registered professional engineer
with certification of licensing that includes education and experience in
cathodic protection of buried or subnerged netal structures, or a person
accredited or certified by the National Association of Corrosion Engi neers
at the level of Corrosion Specialist or Cathodic Protection Specialist.
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Such a person shall have not less than [three] [five] [ ] years

experience in the cathodic protection of underground [storage tanks] or

subnerged structures. The contractor shall submit evidence of the
qgualifications of corrosion engineer to the Contracting Oficer for
and approval .

PART 2 PRODUCTS

2.1  ANCDES

[2.1.1 Magnesi um

revi ew

EE R R R R R R R R R R R R R R R R R R R I R R R I O R

NOTE: The chemi cal conposition listed is for high
potential anodes in accordance with ASTM B 843.
Shoul d standard nmagnesi um anodes be consi dered

sui tabl e, provide appropriate chenical conposition.
Speci fy chemical conposition which will provide
adequat e and econonical service. Three different
grades are generally avail abl e.

EE R R R R R R R R R R R R R R R R R R R R R R R R R O O R

[ ASTM B 843] Chemical conposition as follows:

Al um num [0.01] [___ ] percent naxi num

Manganese [0.5-1.3] [___ ] percent

Zi nc [ -0- 17 [____ ] percent [ nmaxinuni

Silicon [0.05] [___ ] percent [ nmaxinuni

Copper [0.02] [___ ] percent naxi num

Ni ckel [0.001] [___ ] percent naxi num

I ron [0.03] [___ ] percent naxi num

O her Inpurities 0.05 percent each, 0.3 percent naxi numtotal
Magnesi um Remai nder

a. Bare anode weight: [4.1] [7.72] [14.53] |
[ ] pounds] [not including core].

1[2.1.2 [Cast] [Wought] Zinc

1 kg [[9] [17] [32]

[ASTM B 418, Type [I] [I1].] [ASTMF 1182.] Bare anode weight: [2.2]

[13.62] [ ] kg [5] [30] [ ] pounds [not including core].
112.1.3 Al um num
Chemi cal conposition as follows:
Zi nc [4.5]) [__ ] percent nmaxi num
I ndi um [0.02] [___ ] percent nmaxi num
Silicon [0.01] [___ ] percent nmaxi num

Al umi num Renai nder

Anode Wi ght | ] kg [ ] pounds not including core.

12.1. 4 Anode Wres and Core

SECTI ON 13110N Page 8



2.1.4.1 Anode Lead Wres

[UL 83, Type [TW [THWN] [THHN]] [ ASTM D 1248, Type HWAPE (H gh Mbl ecul ar
Wei ght Pol yethylene)] [UL 44, Type RHW, [solid] [stranded] copper
conductors, not less than [No. 12] | ] AWG [3050] [6100] [ ] mMm
[10] [20] [ ] feet long, [of sufficient length to extend to the
acconpanyi ng junction box w thout splicing]. Anode |ead wire shall be
factory installed. [Silver solder the lead wire to the anode core, and
seal the sol dered connection and recessed end of the anode with an
[asphal tic] [epoxy] dielectric sealing conpound.] [Silver solder the |ead
wire to the protrudi ng anode core, and conpletely seal the sol dered
connection with an [asphaltic] [epoxy] dielectric material.] Dielectric
materi al shall extend past the connection and cover the lead wire

i nsulation by not less than 15 nm 1/2 inch. [Cover the connection with
heat shrinkabl e tubing.]

2.1.4.2 Anode Core

Iron [gal vani zed steel] rod [pipe] [strap] | 1, [3] [6.35] [12.7] mm
di aneter | ] x| ] [1/8] [1/4] [1/2] inch dianeter [ ] x| ].

2.1.5 Anode Backfi |

Chemi cal conposition as follows:

Hydrat ed gypsum - 75 percent
Bentonite clay - 20 percent
Sodi um sul fate - 5 percent
Provi de granul ar backfill with 100 percent passing through a 150 microneters
100 nmesh screen. Provide prepackaged anode in a cloth bag containing the
anode and backfill. Center the anode in the firmy packed backfill using
spacers. Overall dinmensions of the bagged [7.72] [14.53] | ] kg [17]
[32] [ ] pound anode shall be [165 by 432 mm] [203 by 535 mmj | by
nmm [6.5 by 17 inches] [8 by 21 inches] | by i nches] with
a total mninumweight of [20.4] [33.6] | ] kg [45] [74] | ] pounds
nom nal

2.2  ANODE JUNCTI ON BOXES, BONDI NG BOXES, AND TEST STATI ONS
2.2.1 Fl ush Mounted Type

NEMA ICS 6. Metallic or non-netallic with terminal board, [5] [8] | ]
term nal posts [and | ockable lid]. A non-netallic enclosure shall be

nol ded of glass filled polycarbonate and urethane coated or ABS plastic
[and nounted on a 500 mMmm 18 inch length of PVC conduit]. The unit shall be
of standard design, nanufactured for use as a cathodic protection test
station, conplete with cover, term nal board, shunts, and brass or Type
[304] [316] stainless steel hardware. The term nal board shall be
renovabl e for easy access to wires. [Provide traffic valve box capable of
wi t hstanding [ H20] | ] traffic loads.] The cover shall have a cast in
| egend "CP TEST."
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2.

2.2 Post Top Mounted Type

NEMA ICS 6. Metallic or non-netallic with terminal board, [5] [8] | ]
term nal posts and |lockable Iid. A non-netallic enclosure shall be high

i mpact strength nolded plastic. The unit shall be of standard design
manuf actured for use as a cathodic protection test station, conplete with
cover, term nal board, shunts, and brass or Type [304] [316] stainless
steel hardware. The term nal board shall be renmovable for easy access to
wires. The test station shall be nobunted atop 1830 nm 6 foot |ong

pol yet hyl ene conduit wi th anchor

. 2.3 Wal | Mounted Type

NEMA I CS 6, Type [3R] [4X] | ] enclosure with [clanped cover] [ Type
[304] [316] stainless steel hinges and [cl anped] [l atched] cover] [and

padl ocked hasp]. Enclosure shall be of [gal vani zed steel] [painted steel]
[alumi nun] [fiberglass] [non-metallic] construction with terninal board and

| abel ed with naneplate. Provide nameplate in accordance with Section 16050N
"CGeneral Electrical Mterials and Methods". Enclosure nounting posts shal

be [gal vani zed steel pipe,schedule [40] [80] | 1], [wood post, ful

| ength pressure treated with pentachl orophenol] [as indicated]. Mount

encl osure 1066 nm 42 i nches above finished grade [as indicated].

.2.4 Termi nal Boards

Provide term nal boards for anode junction boxes, bondi ng boxes, and test
stations nade of phenolic plastic [3] [6] | ] mm[1/8] [1/4] | ]
inch thick with dinmensions as indicated. |Insulated termnal boards shal
have the required nunber of terminals (one terminal required for each
conductor). Install solderless copper |ugs and copper buss bars, shunts,
and variable resistors on the termnal board as indicated. Test station
term nal connections shall be permanently tagged to identify each

term nation of conductors (e.g. identify the conductors connected to the
protected structure, anodes, and reference el ectrodes). Conductors shal
be permanently identified by nmeans of plastic or netal tags, or plastic
sl eeves to indicate termnation. [Each conductor shall be color coded as
fol | ows:

Anode lead wire - black
Structure lead wire - white
Ref erence el ectrode lead wire - red]

.2.5 Shunt Resistors

[ML-1-1361.] [0.01] [ ] ohm [6] [ ] anpere, accuracy plus or
nm nus one percent, nmanganin wire type.

.2.6 Pavenment | nsert

Paverment insert shall be a non-netallic flush type test station without
term nal board, and shall allow a copper-copper sulfate reference el ectrode
to contact the electrolyte beneath the pavenent surface. [Provide traffic
val ve box capable of withstanding [H 20] | ] traffic |oads.]
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2.7 Cast-In-Place Concrete

Fl ush nount type test stations, bonding boxes, and anode junction boxes
shall be centered in a 460 x 460 x 102 mm 18 x 18 x 4 inch concrete sl ab.
Concrete shall be 20 Mya 3000 psi mininumultinate 28-day conpressive
strength with 25 nmone inch m ni rum aggregate conformng to [ ASTM C 94]
[ Section 03300N, "Cast-in-place Concrete"].

.3 PERVANENT REFERENCE ELECTRODES

Per manent reference el ectrodes shall be [copper copper-sulfate] [silver
silver-chloride] [zinc] specifically manufactured for [underground]

[marine] use, [32] | ] m[1 1/4] | ] inch dianeter, by [255]

[ ] mm[10] | ] inches long, [plastic [ ] tube with an ion trap
to mnimze contanm nation of the cell] [, and a m ni mum surface sensing
area of [__ ] square centineters| ] square inches]. [The cell shall
be prepackaged by the manufacturer with a backfill material as recomended
by the manufacturer.] Provide cells with No. [10] [12] | ] AWG [ RHW
[THHN] [ ___ ] cable of sufficient length to extend to the [test station]

[junction box] without splicing. Reference el ectrodes shall have a nm ni mum
15 year life, stability of plus or minus 5 mllivolts under 3 m croanp

| oad, and an initial accuracy of plus or mnus 10 mllivolts referenced to
a calibrated portable reference el ectrode.

.4 CABLE AND W RE OTHER THAN ANODE LEAD W RES

[UL 83, Type [TW [THWN] [ THHN]] [ ASTM D 1248, Type HWAPE (H gh Mbl ecul ar
Wei ght Pol yethylene)], [UL 44, Type RHW, [solid] [stranded] copper
conductor, color coded and sized (based on AWG. Copper wi res shall
conformto ASTMB 3 and ASTMB 8. Lead wires termnating at a junction box
or test station shall have a cable identification tag. [Do not use bare
copper wire for joint continuity bonds.] Refer to paragraph 2.1.4 | ]
for anode | ead wires.

.5 CABLE AND W RE | DENTI FI CATI ON TAGS

[Lami nated plastic material with black letters on a yell ow background]
[[Brass] [Stainless steel] material with engraved letters]. Print letters
and nunmbers a minimumof 5 mMm 3/16 inch in size. Provide identifier |egend
[in accordance with the draw ngs] [ ].

.6 WRE CONNECTORS

UL 486A. | ] [Sol derl ess copper | ugs]

.7 UNDERGROUND SPLI CES

Provide splices with a conpression connector on the conductors, and
i nsul ati on and wat er proofing using one of the follow ng nmethods which are
suitable for continuous subnersion in water and conply with ANSI C119.1.

a. Provide cast-type splice insulation by neans of nolded casting

process enploying a thernosetting epoxy resin insulating nmateri al
applied by a gravity poured nethod or pressure injected nethod.
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2.

Provi de conponent materials of the resin insulation in a packaged
formready for convenient mxing wthout renoving fromthe package.

(1) Gravity poured nethod shall enploy materials and equi pnent
contained in and approved commrercial splicing kit which includes a
nold suitable for the cables to be spliced. Wen the nold is in
pl ace around the joined conductors, prepare the resin m x and pour
into the nold.

b. Provide [heavy wall] heat shrinkable splice insulation by neans of
a thernopl astic adhesive seal ant material which shall be applied
by a cl ean burning propane gas torch

8 CONDUT

[UL 6, rigid galvani zed steel], [Qutlet boxes: UL 514A and fittings UL 514B,
t hreaded hubs]. [Metallic conduit and fittings to be PVC coated in
accordance with NEMA RN 1, Type A40], [NEMA TC 2, Type EPC- 40-PVC].

.8.1 Buried Cable Warning and ldentification Tape
Pol yet hyl ene tape, manufactured for warning and identification of buried
cable and conduit. Tape shall be [75] | ] m[3] | ] inches wi de,

[Yellow] | ] in color and read "Caution Buried Cable Below' or simlar
Color and lettering shall be permanent and unaffected by noisture or other
substances in backfill materials.

.9 I NSULATI NG TAPE
UL 510.
.10 I NSULATI NG FLANGE SETS

EE R R R R R R R R R R R R R R R R R R R R R R R O R

NOTE: On projects having piping installed by

Di vi sion 2, SITEWORK and/or Division 15, MECHAN CAL
coordi nate the requirenents for flanges and unions
with the appropriate section(s).

EE R R R R R R R R R R R R R R R R R R R R R R R R R R O R

Provide full-faced gaskets, insulating sleeves and washers, and steel
washers. Provide insulating flange sets rated for operation at the rated
pressure and tenperature.

.10.1 Gasket s

EE R R R R R R R R R E R R R R R REEERERE R EEEE R R E R R R R R

NOTE: Do not use ashbestos mmterials.

EE R R R R R R R R R E R R R R R R REEEERE R EEEE R R R R R R R R

ASME B16.21. [Neoprene faced phenolic] [Lam nated phenolic] material for
operation at | ] KPa, [232] | ] degrees C | ] psi, [450]
[ ] degrees F.
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.10.2 I nsul ati ng Washers and Sl eeves

Two sets 3 nm 1/8 inch [l am nated phenolic] | ] for operation at [232]
[ ] degrees C [450] | ] degrees F. Insulating washers shall fit
within the bolt facing on the flange over the outside of the fabric

rei nforced phenolic sl eeve.

.10.3  \Washers

Steel, cadmumplated, to fit within the bolt facing on the flange.
.11 STEEL FLANGES AND BCOLTI NG

11,1 St eel Fl anges

ASME B16.5, [668 N] [1335 N] [150 Ib.] [300 Ib.].

.11.2 Bol ti ng

ASTM A 307, Grade B for bolts; ASTM A 194/ A 194M G ade 2 for nuts.

Di nensions: ASME B18.2.1 for bolts, ASME B18.2.2 for nuts. Threads: ASME
Bl1.1, Cass 2Afit for bolts, Cass 2B fit for nuts. Bolts shall extend
conpl etely through the nuts and may have reduced shanks of a dianeter not

| ess than the dianeter at the roof of threads.

.12 DI ELECTRI C UNI ONS

EIE R R I S I I I R b R R S I S I R I R R S I S I R I R R I S S S R I S S I
NOTE: On projects having piping installed by
Di vi sion 2, SITEWORK and/or Division 15, MECHAN CAL
coordi nate the requirenents for flanges and unions
with the appropriate section(s).

EE R R R R R R R R R R R R R R R R R R R R R R R I R R R O O R

ASME B16.39, Cass [1] [2] for dinmensional, strength, and pressure
requirenents. Insulation barrier shall limt galvanic current to one
percent of the short-circuit current in a corresponding netallic joint.
Provide insulating material inpervious to [water] [o0il] [gas].

.13 EXOTHERM C VEELD KI TS

Exotherm c weld kits specifically designed by the manufacturer for welding
the types of materials and shapes provided.

.14 ELECTRI CALLY | NSULATI NG COATI NGS

[ Heat - shrinkabl e tape] [Conformable water tight seal ant having dielectric
strength not less than 15 kV for a 3 nm 1/8 inch thick |ayer].

.15  CASI NG | NSULATORS AND SEALS
Casing insulators shall have a mninum[305] | ] mm[12] | ] inch

band wi dth, [constructed of heat fused plastic coated steel] | ] and
nmul ti-segmented to attach firmy around the pipe. Casing end seals shal

SECTI ON 13110N Page 13



be S-shaped rubber seals with stainless steel straps.

PART 3

EXECUTI ON

3.1 | NSTALLATI ON

[ NFPA 70] [IEEE C2].

3.1.1

Anodes and Lead Wres

Provi de [each] anode and |lead wires as foll ows:

a.

Excavate hole to a mninum75 nmm 3 inches larger than the packaged
anode di aneter, | ] feet deep

Excavate lead wire trench to [610] [
deep, [

] nm[24] [___ ] inches

_____ ] m|[__ ] inches wide.

Do not lift or support anode by the lead wire. Were applicable,
renove manufacturer's plastic wap/bag fromthe anode. Exercise
care to preclude damaging the cloth bag and the lead wire

i nsul ati on.

Center the packaged anode in the hole with native soil in |ayers
not exceeding 150 nmillineters 6 inches. Hand tanp each |ayer to
renove voids taking care not to strike the anode |lead wire. Wen

the backfill is 150 millinmeters 6 inches above the top of the
anode, pour not less than ten gallons of water into the hole to
saturate the anode backfill and surrounding soil. Anodes shal

not be backfilled prior to inspection and approval by the
Contracting Oficer.

Cover the lead wire trench bottomwith a 75 nmm 3 inch | ayer of
sand or stone free earth. Center wire on the backfill layer, do
not stretch or kink the conductor. Place backfill over wire in

| ayers not exceedi ng 150 nm si x i nches deep, conpact each |ayer
thoroughly. Do not place tree roots, wood scrap, vegetable matter

and refuse in backfill. Place cable warning tape within [450]
[ ] m([18] [__ ] inches of finished grade, above cabl e and
condui t.

Connect anode lead wire(s) [to the test station term nal board(s)]
[directly to the protected structure(s) by use of exothermc weld
kit(s). Cdean the structure surface by scraping, filing or wire
brushing to produce a clean, bright surface. WIld connections
using exothermc kit(s) in accordance with the kit manufacturer's
instructions. Check and verify adherence of the bond to the
substrate for nechanical integrity by striking the weld with a 908
gram 2 pound hammer. Cover connections with an electrically
insulating coating [which is conpatible with the existing coating
on the structure]]. A low sufficient slack in the lead wire to
conpensate for novenent during backfilling operation

Connect structure leads to structure by use of exothermc weld
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3.

kit(s). Cdean the structure surface by scraping, filing or wire
brushing to produce a clean, bright surface. [Wld connections
using exothermc kit(s) in accordance with the kit manufacturer's
instructions.] Conformto the safety precautions of paragraph
3.1.2 [ ] when wel ding around fuel facilities. Check and
verify adherence of the bond to the substrate for nechanica
integrity by striking the weld with a 908 gram 2 pound hanmer.
Cover connections with an electrically insulating coating [which
is conpatible with the existing coating on the structure.]

Connect structure lead wires to the test station termnal board(s).

1.2 Safety Precautions For Welding Around Fuel Facilities

Contractor shall take proper safety precautions prior to and during wel ding
to live fuel pipelines [tanks]. Contractor shall notify the activity Fue
Ofice via the Contracting Oficer a mninumof three days before
perform ng exothernmc welding to live fuel lines. Exotherm c welding shal
be conducted with fuel flow ng through the pipeline to elimnate vapor
spaces within the pipe and to dissipate the heat on the pipe. Exothermc

wel d charges for connections to fuel lines shall be limted to a maxi mum 15
gram charge to prevent burning through the pipe wall. Exothernic weld
connections shall be spaced a m ninmum of 6 inches apart. In the event of

an unsucceessful weld, the new weld | ocation shall be |ocated a m ni mum of
6 inches fromthe unsuccessful weld and any other existing welds.
Contractor shall obtain the services of a certified Marine Chem st or
Certified Industrial Hygienist [to nonitor the construction site during
exothernic wel ding work and certify that the area is free of flanmable
vapors and otherw se safe for work.] [to approve the contractor's
exothernic wel ding safety procedures. Results of this consultation shal
be included in the Contractor's Daily Report.]

.1.3 Anode Juncti on Boxes

Provi de junction boxes and mark each of the wires termnating in each box.

. 1.4 Bondi ng Boxes

Provi de structure bonding boxes in locations [as indicated] [where the
protected structure crosses or cones into close proximty to other netal
structures that are unprotected or protected by its own electrically

i sol ated cathodic protection systen(s)].

.1.5 Test Stations [and Pernmanent Reference El ectrodes]

Provi de test stations [and permanent reference el ectrodes] [as indicated.]
as follows:

a. At [305] [ ] foot intervals.

b. At all insulating joints.
C. At both ends of casings.
d. Where t he pipe crosses any other netal pipes.
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e. Where the pipe connects to an existing piping system
f. Where the pipe connects to a dissimlar netal pipe.

Do not fill the bottomof the test station with concrete unl ess otherw se
specified. Do not place rubbish, scrap or other debris into the test
station.

.1.5.1 Per manent Ref erence El ectrode Calibration and Installation

Provi de [ prepackaged] [copper copper-sulfate] [silver-silver chloride]
[zinc] reference electrode(s) as inidcated in the drawings. Prior to
installation, soak the [prepackaged] reference electrode in a container of
potable water for 30 mnutes. Do not use seawater [except for
silver-silver chloride electrodes intended for use in seawater]. Calibrate
the permanent reference electrode in the presence of the contracting

of ficer or his approved representative by nmeasuring the potentia

di fference between the permanent reference el ectrode and an i ndependent
(portable) calibrated reference el ectrode placed in the water adjacent to

t he permanent reference electrode. [Potential differences between the two
el ectrodes of the sane generic type should not exceed [10] [15] mllivolts
when the [sensing wi ndows of the] two el ectrodes bei ng conpared are not
nore than 2 mm 1/6 inch apart but not touching.] [Zinc permanent reference
el ectrodes should be within the range of -1000 to -1150 millivolts when
calibrated with an i ndependent (portable) calibrated copper-copper sulfate
reference el ectrode with the two el ectrodes being not nore than 2 mm 1/ 6

i nch apart but not touching.] Pernanent reference el ectrodes not within

t hese potential differences shall be removed fromthe construction site by
the end of the day and replaced at the contractor's expense. [Prior to
conpl etely backfilling over reference el ectrodes, again verify the accuracy
of the reference electrode.] The testing provision shall also apply to
repl acenent reference el ectrodes as well.

.1.6 I nsul ating Flange Sets

[Provide insulating flange sets aboveground or w thin manhol es as
indicated]. [Locate insulating flanges on lines entering buildings at |east
305 nmm 12 inches above grade or floor level.] [Cut piping and provide
flanges into place. Carefully align flange bolt holes and weld flange to
pi pe in accordance with ASVME B16.25.] [Electrically isolate pipelines
entering buildings fromthe structure wall either bel ow or above ground
with an electrically isolating wall sleeve.] Provide insulating flange
sets into place without springing or forcing. Carefully install flange
bolt sleeves to avoid danmage to the sl eeves. [Cover insulating flanges with
an electrically insulating coating.]

1.7 Di el ectric Unions

[Cut pipe ends square, renmove fins and burrs, cut taper pipe threads in
accordance with ASME B1.20.1.] Provide insulating unions as indicated.
Work piping into place without springing or forcing. Apply joint conpound
or thread tape to male threads only. Backing off to permt alignnment of
threaded joints shall not be permtted. Engage threads so that not nore
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than three threads remai n exposed. [Cover unions with an electrically
i nsul ating coating.]

.1.8 Joi nt Bonds

Provide joint bonds on netallic pipe to and across buried flexible
couplings, mechanical joints, flanged joints [except at places where
insulating joints are specified] and joints not wel ded or threaded to
provide electrical continuity. Connect bond wire(s) to the structure(s) by
use of exothermic weld kit(s). Cean the structure surface by scraping
filing or wire brushing to produce a clean, bright surface. [Weld
connections using exothermc kits in accordance with the kit manufacturer's
instructions.] Check and verify adherence of the bond to the substrate for
nmechani cal integrity by striking the weld with a 908 gram 2 pound hanmer.
Cover connections with an electrically insulating coating [which is
conpatible with the existing coating on the structure].

. 1.9 Casings, Insulation, and Seals

Where the pipeline is installed in a casing under a roadway or railway,
i nsulate the pipeline fromthe casing, and seal the annul ar space agai nst
intrusion of water.

.1.10 Concrete

Concrete shall be 20 Mya 3000 psi mininumultinate 28-day conpressive
strength with 25 nmone inch m ni rum aggregate conformng to [ ASTM C 94]
[ Section 03300N, "Cast-in-place Concrete"].

.1.11 Recondi tioni ng of Surfaces
.1.11.1 Restoration of Sod

Rest ore unpaved surfaces disturbed during the installation of anodes and
wires to their original elevation and condition. Preserve sod and topsoi
carefully and replace after the backfilling is conpleted. Were the
surface is disturbed in a newy seeded area, re-seed the area with the sane
quality and fornula of seed as that used in the original seeding.

.1.11.2 Rest orati on of Pavenent

Repai r pavenent, sidewal ks, curbs, and gutters where existing surfaces are
renoved or disturbed for construction. Saw cut pavenent edges. G aded
aggregat e base course shall have a maxi num aggregate size of 40 mllineters
1 1/2 inches. Prine base course with [liquid asphalt, ASTM D 2028, Grade

RC-70] | ] prior to paving. Match base course thickness to existing

but shall not be less than 150 mllineters 6 inches. Asphalt aggregate
size shall be 15 nm 1/2 inch | ], asphalt cenent shall [conformto ASTM
D 3381, Grade AR-2000] [ ]. Match asphalt concrete thickness to

exi sting but shall not be less than 50 millineters 2 inches. Repair
portland cenment concrete pavenent, sidewal ks, curbs, and gutters using
20.67 MPa 3,000 psi concrete conformng to [ ASTM C 94] [ Section 03300N,
"Cast-In-Place Concrete."] Match existing pavenent, sidewalk, curb, and
gutter thicknesses.
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3.

3.

2 FI ELD QUALI TY CONTRCL

Field tests shall be witnessed by the Contracting Oficer or his designated
representative. Advise the Contracting Oficer [5] [ ] days prior to
perform ng each field test. Quality control for the cathodic protection
system shal |l consist of the follow ng:

a. Initial field testing by the contractor upon construction

b. Governnent Field Testing after Contractor initial field test
report subm ssion.

c. Warranty period field testing by the Contractor

d. Final field testing by the contractor after one year of service.

EE R R R R R R R R R R R R R R R R R R R R R I R I I R

NOTE: Additional testing nay be required based upon
the specific project or design. Al tests listed
bel ow may not be required. Designer should consider
the project requirenents for selection of test
procedures. Specify 30 days notice for |large
systens to allow the Governnent corrosion engi neer
to be on-site during the initial and final field
testing of the cathodic protection systens.

EE R R R R R R R R R R R R R R R R R R R R R R R O O R

2.1 Testi ng

3.2.1.1 Non- Destructive Testing of Anodes

Contractor shall performthe tests in the presence of the Contracting
Oficer. One anode of each type shall be chosen at random for
non-destructive testing and shall be subnerged in a container of fresh
wat er for about 30 minutes. Contractor shall then nmeasure the
anode-to-water potential difference between a calibrated copper-copper
sul fate reference electrode. Potential differences should generally be
within the foll owi ng ranges:

H gh potential Magnesium -1.65to -1.75 Volts
St andard Magnesi um -1.4to -1.5 Volts
Zi nc -1.0 to -1.15 Volts

[Failure of the test anode to conformto this specification can be cause
for rejecting all anodes fromthe sane |ot as the test anode. The
contractor shall mark all rejected anodes on the ends with a 6" high "X'
using yellow spray paint. Failed anodes shall be renpbved fromthe job site
by the end of the day. The contractor shall replace any rejected anodes at
his expense. The destructive testing provision shall also apply to

repl acenent anodes as well.]

3.2.1.2 Destructive Testing of Anodes
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Contractor shall performthe tests in the presence of the Contracting
Oficer. Contractor shall include the cost of an additional anode [of each
different type] with the longest lead wire for the destructive test in his
bid. One conpleted [prepackaged] anode of each type with | ead w res shal
be chosen at random for destructive testing and shall be submtted to a
static pull test. Anode wire connections shall have sufficient strength to
withstand a mininumtensile load of [136] [ ] kg [300] [ ] pounds.

[ The anode shall also be cut into sections and/or broken with a sl edge
hamrer to verify conformance with this specification. Such itens as
anode-to-wi re connection, conplete encapsul ation of the wire connector, and
wire to anode electrical resistance shall be checked.] [Failure of the
test anode to conformto this specification can be cause for rejecting al
anodes fromthe sane lot as the test anode. The contractor shall nark al
rej ected anodes on the ends with a 6" high "X" using yellow spray paint.
Fai | ed anodes shall be removed fromthe job site by the end of the day.

The contractor shall replace any rejected anodes at his expense. The
destructive testing provision shall also apply to replacenent anodes as

wel |.]

.2.1.3 Initial Cathodic Protection System Field Testing

Systens shall be tested and inspected by the Contractor's corrosion

engi neer in the presence of the Contracting Oficer's corrosion protection
engi neer or an approved representative. Record test data, including date,
tinme, and locations of testing and submt report to the Contracting
Oficer. Contractor shall correct and retest, at his expense, deficiencies
in the materials and installation observed by these tests and inspections.

Testing shall include the follow ng neasurenents.
a. Base potential tests: At |east [one week] [24 hours] [__ |
after [backfilling of the pipe] [installation of structure to be

protected] [initial operation of structures containing fluids] and
installation of the anodes, but before connection of anodes to the
structure, neasure base (native) structure-to-electrolyte
potentials of the [pipe [and casings]] [structure]. Perform
measur enents at anode junction boxes, test stations and other

| ocations suitable for test purposes (such as service risers or

val ves), at intervals not exceeding [30] [120] [__ ] neters
[100] [400] [___ ] feet [with readings at each end point and the
m dpoints as a mninmunj. The | ocations of these neasurenents shal
be identical to the locations specified for potential neasurenents
wi th anodes connected. Use the sane neasuring equi prment that is
specified for neasuring protected potential neasurenents.

[ For underground storage tanks, take a mninumof three
nmeasurenents with the reference el ectrode | ocated as foll ows:

(1) Directly over the longitudinal and transverse centerlines of
the tank at intervals not exceeding the dianmeter of the tank and
to a distance fromthe tank of two tines the tank di aneter.

(2) At points directly around the circunference of the tank.]

b. Pernmanent reference electrode calibration: Verify calibration

of the reference el ectrode by neasuring the potential difference
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bet ween the pernanent reference el ectrode and an i ndependent
(portable) calibrated reference el ectrode placed in the soil or
wat er adjacent to or as close as practicable to the permanent
reference el ectrode. [Potential differences between the two

el ectrodes of the sanme generic type should not exceed [10] [15]
mllivolts.] [Zi nc pernanent reference el ectrodes should be
within the range of -1000 to -1150 nmillivolts when calibrated with
a copper-copper sulfate reference el ectrode.] Permanent reference
el ectrodes not within these potential differences shall be renoved
fromthe construction site by the end of the day and repl aced at
the contractor's expense. The testing provision shall also apply
to replacenent reference el ectrodes as well.

Insulation joint testing: Performinsulation testing at each
insulating joint or fitting [prior to burying the joint or
fitting] before and after the connection of anodes to the pipe at
[anode junction box] [test station]. Before connection, test
using an insulation checker. After connection, test by neasuring
the potential shift on both sides of the insulating joint. These
tests shall denonstrate that no nmetallic contact or short circuit
exi sts between the two insulated sections of the pipe. Report and
repair defective insulating flanges at the Contractor's expense.

El ectrical continuity testing: Performelectrical continuity
testing for joint bonded pipe prior to backfilling of the pipe.
[Circulate current through the pipe and conpare the neasured
resistance to the theoretical resistance of the pipe and bond
cables. The resistance neasured shall not exceed 150 percent of
the theoretical resistance.]

Pi pe casing testing: Before final acceptance of the installation
test the electrical insulation of the carrier pipe fromcasings
and correct any short circuits.

Anode-to-soil potential and anode output testing: Measure
anode-to-soil potential of each anode with the anode di sconnected
[through the anode junction box]. After connecting the anodes to
the pi pe, neasure current output of each anode [across the shunt
installed].

Protected potential nmeasurenent tests: Wth the entire galvanic
protection systemput into operation for at |east [one week] [24
hours] [ ], neasure potentials along the [pipeline [and at al
casings]] [structure] using a portable [copper-copper sulfate]
[silver-silver chloride] [and all pernmanent] reference el ectrodes
and a vol tnmeter having an input inpedance of not |ess than 10
megohm  The | ocations of these neasurenents shall be identical to
the | ocations used for the base potential neasurenents.

Interference testing: Performinterference testing with respect
to any crossing and nearby foreign pipes in cooperation with the
owner of the foreign pipes. The testing shall verify that the

cathodi c protection system does not have a del eterious effect on
the foreign pipelines, and vice versa. Prepare a full report of
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the tests giving all details including renedial actions taken or
recomendations to correct noted interference problens.

3.2.1.4 Initial Cathodic Protection System Field Test Report

The contractor shall submit a field test report of the cathodic protection
system Al structure-to-electrolyte nmeasurenents, including initial
potentials and anode outputs, shall be recorded on applicable forns.
Identification of test |locations, test station and anode test stations
shal |l coordinate with the as-built draw ngs and be provi ded on system

drawi ngs included in the report. The contractor shall |ocate, correct, and
report to the Contracting O ficer any short circuits encountered during the
checkout of the installed cathodic protection system

EE R R R R R R R R R R R R R R R R R R R R R R O R

NOTE: The requirenents of paragraph entitled
"Governnent Field Testing" are required for cathodic
protection projects in the LANTNAVFACENGCOM ar ea.
The designer should verify their applicability to
proj ects outside the LANTNAVFACENGCOM area with the
appropriate EFD corrosi on program nanager

EE R R R R R R R R R R R R R R R R R R R R R R O R

3.2.1.5 Governnment Field Testing

The governnent corrosion [engi neer, LANTNAVFACENGCOM Code 404] [ program
manager, LANTNAVFACENGCOM Code 1614C] shall review the Contractor's initial
field testing report. Approxinately four weeks after recei pt of the
Contractor's initial test report, the systemw |l be tested and inspected
in the Contractor's presence by the governnent corrosion [engi neer
LANTNAVFACENGCOM Code 404] [ program nanager, LANTNAVFACENGCOM Code 1614C].
The Contractor shall correct, at his expense, materials and installations
observed by these tests and inspections to not be in conformance with the

pl ans and specifications. The Contractor shall pay for all retesting done
by the governnent engi neer nade necessary by the correction of deficiencies.

EE R R R R R R R R R R R R R R R R R R R R R R R R O R

NOTE: For cathodic protection projects in the
LANTNAVFACENGCOM ar ea, sel ect the appropriate
LANTNAVFACENGCOM opti ons for paragraphs entitled
"One Year Warranty Period Testing" and "Final Field
Testing."

EE R R R R R R R R R E R R R R R R R R R R E R R R R R R O R

3.2.1.6 One Year Warranty Period Testing

The Contractor shall inspect, test, and adjust the cathodic protection
system [quarterly] [senm -annually] [ ] for one year, [4] [2] [ ]
interiminspections total, to ensure its continued conformance with the
criteria outlined below The performance period for these tests shal
conmence upon the conpletion of all cathodic protection work, including
changes required to correct deficiencies identified during initial testing,
and prelimnary acceptance of the cathodic protection systemby the
Contracting O ficer. Copies of the One Year Warranty Period Cathodic
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Protection System Field Test Report, including field data, and certified by
the Contractor's corrosion engi neer shall be submtted to the Contracting
Oficer, the activity, and the geographic Engineering Field Division
corrosion [protection program nmanager] [engi neer, LANTNAVFACENGCOM Code
404] [protection program manager, LANTNAVFACENGCOM Code 1614C]

.2.1.6 Final Field Testing

Conduct final field testing of the cathodic protection systemutilizing the
sanme procedures specified under, "Initial Field Testing of the Gl vanic

Cat hodic Protection Systens". The Contractor shall inspect, test, and

adj ust the cathodic protection systemafter one year of operation to ensure
its continued conformance with the criteria outlined below. The
performance period for these tests shall comence upon prelimnary
acceptance for the cathodic protection systemby the Contracting Oficer
Copi es of the Final Cathodic Protection System Field Test Report, certified
by the Contractor's corrosion engi neer shall be submitted to the
Contracting O ficer and the geographic Engineering Field D vision corrosion
[ protection program manager] [engi neer, LANTNAVFACENGCOM Code 404]

[ protection program manager, LANTNAVFACENGCOM Code 1614C] for approval, and
as an attachnent to the operation and nai ntenance manual in accordance with
Section 01781, "Operation and Mai ntenance Data". Text

.2.2 Criteria for Cathodic Protection

Conduct in accordance with [ NACE RP0169] [ NACE RP0285]. Criteria for
determ ni ng the adequacy of protection shall be selected by the corrosion
engi neer as applicabl e:

EE R R R R R R R R R R R R R R R R R R R R R R R O O R

NOTE: The following criteria are applicable only to
iron and steel structures. Refer to NACE RP0169 for
appropriate criteria for other netal structures.

Not all criteria nmay be readily applicable to the
type of CP systen{(s) being designed, and the

desi gner should select only the applicable criteria.

EE R R R R R R R R R R R R R R R R R R R R R R R R O R

a. A negative voltage of at least 0.85 volt (850 mllivolts) as
measur ed between the structure surface and a saturated copper-
copper sulfate reference el ectrode contacting the earth
[electrolyte]. Determnation of this voltage is to be nmade with
the protective current applied to the [structure] [tank]
[pipeline] for a mnimumof [24] [ __ ] hours. Voltage drops
nmust be considered for valid interpretation of this voltage
measurenent. The nmethod of voltage drop consideration shall be
identified by the Contractor's corrosi on engi neer and approved by
the Government corrosion engi neer

b. A negative polarized potential of at |east 0.85 volt (850
mllivolts) as neasured between the structure surface and a
sat urat ed copper-copper sulfate reference el ectrode contacting the
earth [electrolyte]. Determnation of this voltage is to be nade
after the protective current has been applied to the [structure]
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[tank] [pipeline] for a mininumof [24] [__

c. A mininmum pol arization voltage shift of 100 nV neasured between
the structure surface and a saturated copper-copper sulfate
reference el ectrode contacting the earth [electrolyte]. This
voltage shift shall be determined by interrupting the protective
current and neasuring the polarization decay. At the instant the
protective current is interrupted ("instant off"), an inmedi ate
voltage shift will occur. The voltage reading just after the
i medi ate shift shall be used as the base reading fromwhich to
measure the pol arization decay. The polarization decay shall be
the difference between the base reading and a voltage neasurenent
made [24] [48] | ] hours after the interruption of protective
current.

3.3 DEMONSTRATI ON

3.3.1 I nstructing Governnent Personne

EE R R R R R R R R R R R R R R R R R R R R R R R I

NOTE: There are restrictions on the type and extent
of training. Training is usually on-site, 2 days or
| ess. Factory representatives or others provide
basic instructions to facility maintenance and
operation personnel. |If nore extensive training is
required, i.e., student travel, special consultants,
etc., consult the Contract Division Director and the
head of the Conptroller Departnent for assistance.

EE R R R R R R R R R R R R R R R R R R R R R R R R R O R

During the warranty testing and at a tine designated by the Contracting

O ficer, nmake avail able the services of a technician regularly enployed or
aut hori zed by the manufacturer of the Cathodic Protection Systemfor

i nstructing Governnent personnel in the proper operation, mnaintenance,
safety, and emergency procedures of the Cathodic Protection System The
period of instruction shall be not less than [one] | ] but not nore
than [two] | ] 8-hour working day[s]. Conduct the training at the
jobsite or at another location nutually satisfactory to the Governnent and
the Contractor. The field instructions shall cover all of the itens
contained in the operation and mai nt enance nanual .

3.4 SCHEDULE

Sone netric neasurenments in this section is based on a nmathenatica
conversion of an English unit neasurement, and not on netric neasurenent
commonl y agreed upon by the nanufacturers or other parties. The English
and netric units for the neasurements shown are as foll ows:

Product s English Units Metric Units
a. Reference El ectrodes

- Di aneter 1 1/4 inches 32 mMm

- Length 10 i nches 255 mm
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Product s English Units Metric Units

b. VWarning Tape
- width 3 inches 75 mm
-- End of Section --
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